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PB POWER, Inc.
A Parsons Brinckerhoff Company
303 Second St., Sulte TOON
San Francisco, CA  94I107-13I7
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the accuracy or completeness of electronic coples of this plan sheet.
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4#10 + #10 G, single conductors.

Deleted.

s Spliced inside junction
box located inside girder.

For Main Span Roadway Eastbound
lighting schedule, see sheet E-168.

The Contractor shall extend and coil 5
meters of cable in manhole 25. All cables
shall be tagged with circuit numbers as
shown.

Light pole, luminaires and lowering device
are state furnished and installed
by contractor.

Use multi-conductor cable if circuit
18 routed via cable trays.

References:

- For LVCC-B single line diagrams,
see sheets E-32 to E-34

- For circuit and conduit/cable tray
schedules, see sheets starting
at E-401.

For SAS Superstructure Roadway Eastbound
480 V Roadway Lighting, see
sheets E-135 thru E-140.
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